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MOMENT CONNECTION *1

(1:10)

1200 LONG, 30 x 5 GM.S STRAPS _
@ 1200 CRS. TEK-SCREWED TO RHS
AND FIXED TO JOISTS IN ACCORDANCE
WITH THE MANUFACTURERS INSTRUCTIONS

BRISE SOLEIL FIXED TO BRACKETS
THROUGH CLADDING TO RHS TO
SPECIALIST'S DESIGN & DETAILS

CEILING, ROOF FINISHES, FIRRINGS
AND FIRE PROTECTION TO
ARCHITECTS DETAILS

| /7‘
220 x 50 ROOF JQISTS
@ 400 CRS.
TYPICAL SECTION THROUGH
PARAPET/ EAVES/ EDGE BEAM
(1:10)
1200 LONG, 30 x 5 G.M.S STRAPS
@ 1200 CRS. ACROSS ALL STEEL
BEAMS TO ROOF JOISTS IN ACCORDANCE
ROOF LEVEL WITH MANUFACTURERS INSTRUCTIONS
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STRADDLE TYPE
JOIST HANGER

254 x 102 UB28 |
WITH S/W PACKERS
TEK SCREWED TO WEB

TYPICAL SECTION THROUGH ROQF BEAM

220 x 50 Cl6 FLAT
ROOF JOISTS
@ 400 CRS.
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MOMENT CONNECTION *2

(1:10)

PROVIDE NOGGINS @
ENDS & CENTRE OF JQISTS

1200 LONG G.M.S RESTRAINT

STRAPS SCREWED TO TOP OF

JOISTS, PLUGGED & SCREWED TO R.C
— LIFT CORE WALL @ 1200 CRS.
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< 70 x 70 x 6 RSA

FIXED TO LIFT SHAFT USING
M10 HILTI HY150 HIS

A < @ 800 CRS. (POSITIONED
TO MISS REINFORCEMENT

SECTION 57-57

TYPICAL ROOF SECTION AT LIFT

CORE-JOIST SUPPORT OFF R.C WALL

ROOF LEVEL
A 4

(1:10)

300 STEP

ROOF LEVEL
A 4

CEILING, ROOF FINISHES, FIRRINGS
AND FIRE PROTECTION TO
ARCHITECTS DETAILS

254 x 102 UB28 —

BLOCK WALL TO
ARCHITECTS DETAILS

254 x 102 UB28 4‘

TYPICAL SECTION THROUGH STEP IN ROOF

(1:10)

CEILING, ROOF FINISHES, FIRRINGS
AND FIRE PROTECTION TO
ARCHITECTS DETAILS

PLATE PACKERS UNDER UB
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254 x 102 UB 28 BEHIND, BOLTED
i TO LIFT CORE USING 4No. M10
< HILTI HY150 HIS RESIN ANCHOR BOLTS
MIN. 90mm SPACINGS. POSITIONED
TO MISS REINFORCEMENT

SECTION 58-958

TYPICAL ROOF SECTION AT LIFT

CORE-STEEL UB SUPPORT OFF R.C WALL

(1:10)

CEILING, ROOF FINISHES, FIRRINGS
AND FIRE PROTECTION TO
ARCHITECTS DETAILS

CEILING, ROOF FINISHES, FIRRINGS
AND FIRE PROTECTION TO
ARCHITECTS DETAILS

SOFTWOOD PACKERS ON UB
TO TAKE FLOOR JOISTS
AT HIGHER LEVEL

NOTES.

1. GENERAL
(i) This drawing is not to be scaled, work to fiqured dimensions only, confirmed
on site.

(i) This drawing is to be read in conjunction with all relevant architectural
drawings, detailed specifications where applicable and all associated
drawings in this series.

(iii) Any discrepancy on this drawing is to be reported immediately to the
partnership for clarification.

(iv) The contractor is responsible for all temporary works and for the stability
of the works in progress.

SECTION 60-60

BEAM/ COLUMN CONNECTION DETAIL
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254 x 102 UB22 HUNG OFF
254 x 102 UB28 ABOVE USING
LOCKING NUTS

100 x 65 x 8 RSA WITH ENDJ

PLATE BOLTED TO UB & COLUMN
TO PICK UP FLOOR JOISTS
AT LOWER LEVEL

254 x 102 UB28 J

< 152 x 152 UC30

SECTION 59-59

BEAM/ COLUMN CONNECTION DETAIL
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